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State Water Resources Control Board
Division of Drinking Water

March 26, 2018

Board of Directors

Home Garden Community Services District - 1610007
11677 2nd Place

Hanford, CA 93230

CITATION NO. 03_12_18C_010
LEAD AND COPPER MONITORING VIOLATION
FOR 2017 COMPLIANCE YEAR

Enclosed is Citation No. 03_12_18C_010 (hereinafter “Citation”), issued to the Home Garden
Community Services District (hereinafter “Water System”), public water system. Please note that there
are legally enforceable deadlines associated with this Citation starting on page 3 of the Citation.

The Water System will be billed at the State Water Resources Control Board's (hereinafter “State Water
Board"), hourly rate for the time spent on issuing this Citation. California Health and Safety Code,
(hereinafter “"CHSC”), Section 116577, provides that a public water system must reimburse the State
Water Board for actual costs incurred by the State Water Board for specified enforcement actions,
including but not limited to, preparing, issuing and monitoring compliance with a citation. At this time,
the State Water Board has spent approximately one (1) hour on enforcement activities associated with
this violation.

The Water System will receive a bill sent from the State Water Board in August of the next fiscal year.
This bill will contain fees for any enforcement time spent on the Water System for the current fiscal
year.

Any person who is aggrieved by a citation, order or decision issued under authority delegated to an
officer or employee of the state board under Article 8 (commencing with CHSC, Section 116625) or
Article 9 (commencing with CHSC, Section 116650), of the Safe Drinking Water Act (CHSC, Division
104, Part 12, Chapter 4), may file a petition with the State Water Board for reconsideration of the
citation, order or decision. Appendix 1 to the enclosed Citation contains the relevant statutory
provisions for filing a petition for reconsideration (CHSC, Section 116701).

Petitions must be received by the State Water Board within 30 days of the issuance of the citation,
order or decision by the officer or employee of the state board. The date of issuance is the date when
the Division of Drinking Water mails a copy of the citation, order or decision. If the 30th day falls on a
Saturday, Sunday, or state holiday, the petition is due the following business day by 5:00 p.m.

Information regarding filing petitions may be found at:

http://www.waterboards.ca.gov/drinking water/programs/petitions/index.shtml

FELIcIA Marcus, cHaiR | EILEEN SOBECK, EXECUTIVE DIRECTOR

265 West Bullard Avenue, Suite 101, Fresno, CA 83704 | www.walerboards.ca.gov
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If you have any questions regarding this matter, please contact Adam Forbes of my staff at (559) 447-
3137 or me at (559) 447-3300.

Sincerely,

/] 3 U [ A

-/f Z’c’f'a,éa a. /L A Z4®
Tricia A. Wathen, P.E.

Senior Sanitary Engineer, Visalia District

SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

District webpage: http://www.waterboards.ca.qov/drinking water/programs/districts/visalia_district.shtm!

Certified Mail No. 7016 3010 0000 0446 3519

TAW/LR
Enclosures
cc: Randy Johnson



R}

23

26

23

Citation No. 03_12_18C_010
|
STATE OF CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD

DIVISION OF DRINKING WATER

Name of Public Water System: Home Garden Community Services District 3

| State Water Resources Control Board (hereinafter “State Water Board"), to issue a citation to a

Water System No: 1610007

Attention: Board of Directors

11677 2nd Place

Hanford, CA 93230

Issued: March 26, 2018

CITATION FOR NONCOMPLIANCE WITH

CALIFORNIA CODE OF REGULATIONS, TITLE 22, SECTION 64675

LEAD AND COPPER MONITORING VIOLATION

2017 Compliance Year

| The California Health and Safety Code (hereinafter "CHSC"), Section 116650 authorizes the

public water system when the State Water Board determines that the public water system has

violated or is violating the California Safe Drinking Water Act (hereinafter “California SDWA"), |

(CHSC, Division 104, Part 12, Chapter 4, commencing with Section 116270), or any regulation,

| standard, permit, or order issued or adopted thereunder.
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The State Water Board, acting by and through its Division of Drinking Water (hereinafter

“Division”), and the Deputy Director for the Division, hereby issues Citation No. 03_12_18C_010

l (hereinafter “Citation”), pursuant to Section 116650 of the CHSC to the Home Garden

‘ Community Services District (hereinafter “Water System”), for violation of California Code of

- Regulations (hereinafter “CCR"), Title 22, Section 64675.

A copy of the applicable statutes and regulations are included in Appendix 1, which is attached

hereto and incorporated by reference.

STATEMENT OF FACTS

The Water System is classified as a community public water system with a population of 1,750

| persons served through 502 service connections.

The Water System is required to maintain a monitoring program for lead and copper levels at the
consumers' tap. The minimum number of tap sample sites required for the Water System is
based on the population served and whether the Water System is on a standard or reduced

l
' monitoring schedule. The triennial (3 year) monitoring schedule for the Water System was 10

| lead and copper samples due in the 2017 compliance year. The State \Water Board received |
} lead and copper analytical results collected on December 18, 2017, however, these samples |
were not collected during the appropriate summer season (between June 1% through September f

- 30™). A summary of the Water Syétem monitoring results on file with the State Water Board is

provided in Appendix 4.

DETERMINATION
The Water System was required to collect and report a minimum 10 lead and copper samples

during the 2017 compliance year. The Water System failed to conduct the monitoring during

| June, July, August or September of 2017. Therefore, the State Water Board has determined |
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that the Water System failed to comply with CCR, Title 22, Section 64675 during the 2017

compliance year. ;

DIRECTIVES

| The Water System is hereby directed to take the following actions:

1. The Water System shall ensure that its lead and copper monitoring program is maintained ‘

in accordance with the Lead and Copper Rule and that the analytical results are reported :
to the State Water Board by the 10" day of the month after the end of each period during
which such sampling or monitoring was conducted. The samples shall be collected |
during the months between June 1% to September 30™.in the appropriate monitoring |
period. Appendix 3: Lead and Copper Rule Reporting Form shall also be completed and |

submitted to the State Water Board along with a copy of the analytical results.

On or before July 1, 2018, notify all persons served by the Water System of the violation
of CCR, Title 22, Section 64675, in conformance with Sections 64463.7 and 64465.
Copies of Sections 64463.7 and 64465 are included in Appendix 1. The Water System
may utilize the 2017 Consumer Confidence Report due to its customers by July 1, 2018, |

to meet the requirement of notification within a one year period for this monitoring!

violation. |

» Section 64463.7 allows the Water System to utilize the 2017 Consumerj
Confidence Report to meet the requirement of notification within a one-year;
period. In addition to the required information for the Consumer Confidence |
Report, the Water System shall include the following language in the Consumerf
Confidence Report: “We are required to monitor your drinking water for specific

contaminants on a regular basis. Results of regular monitoring are an indicator |

|

of whether or not your drinking water meets health standards. During the 2017 |
!

|

3 i
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Citation No. 03_12_18C_010

compliance year, we did not complete all monitoring for lead and copper
monitoring during the summer months, and therefore, cannot be sure of the

quality of your drinking water during that time”.

3. Complete Appendix 2: Compliance Certification Form. Submit it together with a copy of

the public notification required by Directive 2 to the State Water Board on or before July |

31, 2018.

4. The Water System shall collect lead and copper samples in the 2018 calendar year,
between June 1% through September 30" in accordance with CCR, Title 22, Sections
64675 and 64690.10 and submit the analytical results electronically by a State Water
Board approved method no later than the 10" day of the month following completion of
the analyses. Appendix 3: Lead and Copper Rule Reporting Form shall be used to report

the results of this monitoring to the State Water Board.

All submittals, with exception to analytical results, required by this Citation shall be electronically |

submittals corresponding to this Citation shall include the following information: Water System

name and number, citation number and title of the document being submitted.

Tricia A. Wathen, P.E., Senior Sanitary Engineer
State Water Resources Control Board

Division of Drinking Water, Visalia District

265 W. Bullard Ave, Suite 101

Fresno, CA 93704

Dwpdist12@waterboards.ca.gov

| submitted to the State Water Board at the following address. The subject line for all electronic |
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| The State Water Board reserves the right to make modifications to this Citation as it may deem
l
necessary to protect public health and safety. Such modifications may be issued as

“amendments to this Citation and shall be effective upon issuance.

|
\
Nothing in this Citation relieves the Water System of its obligation to meet the requirements of

ithe California SDWA (CHSC, Division 104, Part 12, Chapter 4, commencing with Section‘
|

116270, or any regulation, standard, permit or order issued or adopted thereunder.

PARTIES BOUND |

This Citation shall apply to and be binding upon the Water System, its owners, shareholders,

officers, directors, agents, employees, contractors, successors, and assignees. |

SEVERABILITY

I: The directives of this Citation are severable, and the Water System shall comply with each and |

‘ every provision thereof notwithstanding the effectiveness of any provision.
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Citation No. 03_12_18C_010 |

FURTHER ENFORCEMENT ACTION
The California SDWA authorizes the State Water Board to: issue a citation or order with
assessment of administrative penalties to a public water system for violation or continuedI
| violation of the requirements of the California SDWA or any regulation, permit, standard, citation, |

or order issued or adopted thereunder including, but not limited to, failure to correct a violation
: identified in a citation or compliance order. The California SDWA also authorizes the State Water
' Board to take action to suspend or revoke a permit that has been issued to a public water system
j if the public water system has violated applicable law or regulations or has failed to comply with :
| an order of the State Water Board, and to petition the superior court to take various enforcement |
‘ measures against a public water system that has failed to comply with an order of the State
Water Board. The State Water Board does not waive any further enforcement action by issuance

of this Citation.

Juicio Y adArs e 2¢, 2008

\ Tricia Wathen, P.E. Date
Senior Sanitary Engineer, Visalia District
DRINKING WATER FIELD OPERATIONS BRANCH

Appendices:
i Applicable Statutes and Regulations
2. Compliance Certification Form
3. Lead and Copper Reporting Form
4, Lead and Copper Monitoring Results Summary SNy
AT GRS
' Certified Mail No. 7016 3010 0000 0446 3519 \-1‘,‘_'?““5—-4%3




APPENDIX 1. APPLICABLE STATUTES AND REGULATIONS FOR
CITATION NO. 03_12_18C_010
Lead and Copper Monitoring Violation

NOTE: The following language is provided for the convenience of the recipient, and cannot be relied upon as the State
of California’s representation of the law. The published codes are the only official representation of the law. Regulations
related to drinking water are in Titles 22 and 17 of the California Code of Regulations. Statutes related to drinking water
are in the Health & Safety Code, the Water Code, and other codes.

California Health and Safety Code (CHSC):

Section 116271. Transition of CDPH duties to State Board states in relevant part:

(a) The state board succeeds to and is vested with all of the authority, duties, powers, purposes, functions, responsibilities, and
jurisdiction of the State Department of Public Health, its predecessors, and its director for purposes of all of the following:

(1) The Environmental Laboratory Accreditation Act (Article 3 (commencing with Section 100825) of Chapter 4 of Part 1 of
Division 101).

(2) Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.

(3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.

(4) This chapter and the Safe Drinking Water State Revolving Fund Law of 1997 (Chapter 4.5 (commencing with Section
116760)).

(5) Article 2 (commencing with Section 116800), Article 3 (commencing with Section 116825), and Article 4 (commencing
with Section 116875) of Chapter 5.

(6) Chapter 7 (commencing with Section 116975).

(7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond Act of 2006
{Division 43 (commencing with Section 75001) of the Public Resources Code).

{8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).

(9) Chapter 7.3 (commencing with Section 13560) of Division 7 of the Water Code.

(10) The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850) of Division 7 of
the Water Code).

(11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section 73500) of the
Water Code).

(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5 (commencing with
Section 79500) of the Water Code).

(b) The state board shall maintain a drinking water program and carry out the duties, responsibilities, and functions described in
this section. Statutory reference to “department,” “state department,” or “director” regarding a function transferred to the state board
shall refer to the state board. This section does not impair the authority of a local health officer to enforce this chapter or a county's
election not to enforce this chapter, as provided in Section 116500...

(k)

(1) The state board shall appoint a deputy director who reports to the executive director to oversee the issuance and
enforcement of public water system permits and other duties as appropriate. The deputy director shall have public health expertise.
(2) The deputy director is delegated the state board’s authority to provide notice, approve notice content, approve

emergency notification plans, and take other action pursuant to Article 5 (commencing with Section 116450), to issue, renew,
reissue, revise, amend, or deny any public water system permits pursuant to Article 7 (commencing with Section 116525), to
suspend or revoke any public water system permit pursuant to Article 8 (commencing with Section 116625), and to issue citations,
assess penalties, or issue orders pursuant to Article 9 (commencing with Section 116650). Decisions and actions of the deputy
director taken pursuant to Article 5 (commencing with Section 116450) or Article 7 (commencing with Section 116525) are deemed
decisions and actions taken by the state board, but are not subject to reconsideration by the state board except as provided in
Section 116540. Decisions and actions of the deputy director taken pursuant to Article 8 (commencing with Section 116625) and
Article 9 (commencing with Section 116650) are deemed decisions and actions taken by the state board, but any aggrieved person
may petition the state board for reconsideration of the decision or action. This subdivision is not a limitation on the state board's
authority to delegate any other powers and duties.

Section 116275. Definitions states in relevant part:
(c) “Primary drinking water standards” means:

(1) Maximum levels of contaminants that, in the judgment of the state board, may have an adverse effect on the health of
persons.

(2) Specific treatment techniques adopted by the state board in lieu of maximum contaminant levels pursuant to subdivision
() of Section 116365.

(3) The monitoring and reporting requirements as specified in regulations adopted by the state board that pertain to
maximum contaminant levels.

Section 116555. Operational requirements states in relevant part:
(a) Any person who owns a public water system shall ensure that the system does all of the following:
(1) Complies with primary and secondary drinking water standards.
(2) Will not be subject to backflow under normal operating conditions.

1
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(3) Provides a reliable and adequate supply of pure, wholesome, healthful, and potable water.

Section 116577. Enforcement fee states:

(a) Each public water system shall reimburse the state board for actual costs incurred by the state board for any of the following
enforcement activities related to that water system:

(1) Preparing, issuing, and monitoring compliance with, an order or a citation.
(2) Preparing and issuing public notification.
(3) Conducting a hearing pursuant to Section 116625.

(b) The state board shall submit an invoice for these enforcement costs to the public water system that requires payment before
September 1 of the fiscal year following the fiscal year in which the costs were incurred. The invoice shall indicate the total hours
expended, the reasons for the expenditure, and the hourly cost rate of the state board. The costs set forth in the invoice shall not
exceed the total actual costs to the state board of enforcement activities specified in this section.

(c) Notwithstanding the reimbursement of enforcement costs of the local primacy agency pursuant to subdivision (a) of Section
116595 by a public water system under the jurisdiction of the local primacy agency, a public water system shall also reimburse
enforcement costs, if any, incurred by the state board pursuant to this section.

(d) “Enforcement costs,” as used in this section, does not include “litigation costs” pursuant to Section 116585.

{(e) The state board shall not be entitled to enforcement costs pursuant to this section if a court determines that enforcement
activities were in error.

(f) Payment of the invoice shall be made within 90 days of the date of the invoice. Failure to pay the invoice within 90 days shall
result in a 10-percent late penalty that shall be paid in addition to the invoiced amount.

(g) The state board may, at its sole discretion, waive payment by a public water system of all or any part of the invoice or
penalty.

Section 116625. Revocation and suspension of permits states:

(a) The state board, after providing notice to the permittee and opportunity for a hearing, may suspend or revoke any permit
issued pursuant to this chapter if the state board determines pursuant to the hearing that the permittee is not complying with the
permit, this chapter, or any regulation, standard, or order issued or adopted thereunder, or that the permittee has made a false
statement or representation on any application, record, or report maintained or submitted for purposes of compliance with this
chapter. If the permittee does not request a hearing within the period specified in the notice, the state board may suspend or revoke
the permit without a hearing. If the permittee submits a timely request for a hearing, the hearing shall be before the state board or a
member of the state board, in accordance with Section 183 of the Water Code and the rules for adjudicative proceedings adopted
under Section 185 of the Water Code. If the permit at issue has been temporarily suspended pursuant to subdivision (b), the notice
shall be provided within 15 days of the effective date of the temporary suspension order. The commencement of the hearing under
this subdivision shall be as soon as practicable, but no later than 60 days after the effective date of the temporary suspension order,
unless the state board grants an extension of the 60 day period upon request of the permittee.

(b) The state board may temporarily suspend any permit issued pursuant to this chapter before any hearing when the action is
necessary to prevent an imminent or substantial danger to health. The state board shall notify the permittee of the temporary
suspension and the effective date of the temporary suspension and, at the same time, notify the permittee that a hearing has been
scheduled. The hearing shall be held as soon as possible, but not later than 15 days after the effective date of the temporary
suspension unless the state board grants an extension of the 15 day period upon request of the permittee, and shall deal only with
the issue of whether the temporary suspension shall remain in place pending a hearing under subdivision (a). The hearing shall be
conducted under the rules for adjudicative proceedings adopted by the state board under Section 185 of the Water Code. The
temporary suspension shall remain in effect until the hearing under this subdivision is completed and the state board has made a
final determination on the temporary suspension, which shall be made within 15 days after the completion of the hearing unless the
state board grants an extension of the 15 day period upon request of the permittee. If the determination is not transmitted within 15
days after the hearing is completed, or any extension of this period requested by the permittee, the temporary suspension shall be
of no further effect. Dissolution of the temporary suspension does not deprive the state board of jurisdiction to proceed with a
hearing on the merits under subdivision (a).

Section 116650. Citations states:

(a) If the state board determines that a public water system is in violation of this chapter or any regulation, permit, standard,
citation, or order issued or adopted thereunder, the state board may issue a citation to the public water system. The citation shall be
served upon the public water system personally or by certified mail. Service shall be deemed effective as of the date of personal
service or the date of receipt of the certified mail. If a person to whom a citation is directed refuses to accept delivery of the certified
mail, the date of service shall be deemed to be the date of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference to the
statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

{c) A citation may specify a date for elimination or correction of the condition constituting the violation.

{d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The state board may assess a penalty in an amount not to exceed one thousand dollars ($1,000) per day for each day that a
violation occurred, and for each day that a violation continues to occur. A separate penalty may be assessed for each violation and
shall be in addition to any liability or penalty imposed under any other law.

Section 116701. Petitions to Orders and Decisions states:

(a)
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(1) Within 30 days of issuance of an order or decision under authority delegated to an officer or employee of the state
board under Article 8 (commencing with Section 116625) or Article 9 (commencing with Section 116650), an aggrieved person may
petition the state board for reconsideration.

(2) Within 30 days of issuance of an order or decision under authority delegated to an officer or employee of the state
board under Section 116540, the applicant may petition the state board for reconsideration.

(3) Within 30 days of final action by an officer or employee of the state board acting under delegated authority, the owner of
a laboratory that was the subject of the final action may petition the state board for reconsideration of any of the following actions:

(A) Denial of an application for certification or accreditation under Section 100855.
(B) Issuance of an order directing compliance under Section 100875.

(C) Issuance of a citation under Section 100880.

(D) Assessment of a penalty under subdivision (e) of Section 100880.

(b) The petition shall include the name and address of the petitioner, a copy of the order or decision for which the petitioner
seeks reconsideration, identification of the reason the petitioner alleges the issuance of the order was inappropriate or improper, the
specific action the petitioner requests, and other information as the state board may prescribe. The petition shall be accompanied by
a statement of points and authorities of the legal issues raised by the petition.

(c) The evidence before the state board shall consist of the record before the officer or employee who issued the order or
decision and any other relevant evidence that, in the judgment of the state board, should be considered to implement the policies of
this chapter. The state board may, in its discretion, hold a hearing for receipt of additional evidence.

(d) The state board may refuse to reconsider the order or decision if the petition fails to raise substantial issues that are
appropriate for review, may deny the petition upon a determination that the issuance of the order or decision was appropriate and
proper, may set aside or modify the order or decision, or take other appropriate action. The state board’s action pursuant to this
subdivision shall constitute the state board’'s completion of its reconsideration.

(e) The state board, upon notice and hearing, if a hearing is held, may stay in whole or in part the effect of the order or decision
subject to the petition for reconsideration.

(f) If an order or decision is subject to reconsideration under this section, the filing of a petition for reconsideration is an
administrative remedy that must be exhausted before filing a petition for writ of mandate under Section 100920.5 or 116700.

California Code of Requlations (CCR), Title 22:

Section 64463. General Public Notification Requirements states.

(e) Each water system shall give new customers public notice of any acute violation as specified in section 64463.1(a) that
occurred within the previous thirty days, any continuing violation, the existence of a variance or exemption, and/or any other ongoing
occurrence that the State Board has determined poses a potential risk of adverse effects on human health [based on a review of
estimated exposures and toxicological data associated with the contaminant(s)] and requires a public notice. Notice to new customers
shall be given as follows:

(1) Community water systems shall give a copy of the most recent public notice prior to or at the time service
begins; and

(2) Noncommunity water systems shall post the most recent public notice in conspicuous locations for as long as
the violation, variance, exemption, or other occurrence continues.

Section 64463.4 Tier 2 Public Notice states:
(a) A water system shall give public notice pursuant to this section if any of the following occurs:
(1) Any violation of the MCL, MRDL, and treatment technique requirements, except;
(A) Where a Tier 1 public notice is required under section 64463.1; or
(B) Where the State Board determines that a Tier 1 public notice is required, based on potential health impacts
and persistence of the violations;
(2) All violations of the monitoring and testing procedure requirements in sections 64421 through 64426.1, article 3
(Primary Standards — Bacteriological Quality), for which the State Board determines that a Tier 2 rather than a Tier 3 public
notice is required, based on potential health impacts and persistence of the violations;
(3) Other violations of the monitoring and testing procedure requirements in this chapter, and chapters 15.5, 17 and 17.5,
for which the State Board determines that a Tier 2 rather than a Tier 3 public notice is required, based on potential health
impacts and persistence of the violations; or
(4) Failure to comply with the terms and conditions of any variance or exemption in place.
(b) A water system shall give the notice as soon as possible within 30 days after it learns of a violation or occurrence specified in
subsection (a), except that the water system may request an extension of up to 60 days for providing the notice. This extension
would be subject to the State Board's written approval based on the violation or occurrence having been resolved and the State
Board’s determination that public health and welfare would in no way be adversely affected. In addition, the water system shall:
(1) Maintain posted notices in place for as long as the violation or occurrence continues, but in no case less than seven
days;
(2) Repeat the notice every three months as long as the violation or occurrence continues. Subject to the State Board's
written approval based on its determination that public health would in no way be adversely affected, the water system may
be allowed to notice less frequently but in no case less than once per year. No allowance for reduced frequency of notice
shall be given in the case of a total coliform MCL violation or violation of a Chapter 17 treatment technique requirement;
and
(3) For turbidity violations pursuant to sections 64652.5(c)(2) and 64653(c), (d) and (f), as applicable, a water system shall
consult with the State Board as soon as possible within 24 hours after the water system learns of the violation to determine

3
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whether a Tier 1 public notice is required. If consultation does not take place within 24 hours, the water system shall give
Tier 1 public notice within 48 hours after learning of the violation.
(c) A water system shall deliver the notice, in a manner designed to reach persons served, within the required time period as
follows:
(1) Unless otherwise directed by the State Board in writing based on its assessment of the violation or occurrence and the
potential for adverse effects on public health and welfare, community water systems shall give public notice by;
(A) Mail or direct delivery to each customer receiving a bill including those that provide their drinking water to
others (e.g., schools or school systems, apartment building owners, or large private employers), and other service
connections to which water is delivered by the water system; and
(B) Use of one or more of the following methods to reach persens not likely to be reached by a mailing or direct
delivery (renters, university students, nursing home patients, prison inmates, etc.):
1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on the Internet; or
3. Delivery to community organizations.
(2) Unless otherwise directed by the State Board in writing based on its assessment of the violation or occurrence and the
potential for adverse effects on public health and welfare, noncommunity water systems shall give the public notice by:
(A) Posting in conspicuous locations throughout the area served by the water system; and
(B) Using one or more of the following methods to reach persons not likely to be reached by a public posting:
1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;
3. Posting on the Internet or intranet; or
4. Direct delivery to each customer.

Section 64463.7 Tier 3 Public Notice states:
(a) Each water system shall give public notice pursuant to this section if any of the following occurs:
(1) Monitoring viclations;
(2) Failure to comply with a testing procedure, except where a Tier 1 public notice is required pursuant to section 64463.1
or the State Board determines that a Tier 2 public notice is required pursuant to section 64463.4; or
(3) Operation under a variance or exemption.

(b) Each water system shall give the public notice within one year after it learns of the violation or begins operating under a
variance or exemption.

(1) The water system shall repeat the public notice annually for as long as the violation, variance, exemption, or other
occurrence continues.

(2) Posted public notices shall remain in place for as long as the violation, variance, exemption, or other occurrence
continues, but in no case less than seven days.

(3) Instead of individual Tier 3 public notices, a water system may use an annual report detailing all violations and
occurrences for the previous twelve months, as long as the water system meets the frequency requirements specified in this
subsection.

(c) Each water system shall deliver the notice in a manner designed to reach persons served within the required time period, as
follows:

(1) Unless otherwise directed by the State Board in writing based on its assessment of the violation or occurrence and the
potential for adverse effects on public health and welfare, community water systems shall give public notice by

(A) Mail or direct delivery to each customer receiving a bill including those that provide their drinking water to others
(e.g., schools or schoaol systems, apartment building owners, or large private employers), and other service connections to which
water is delivered by the water system; and
(B) Use of one or more of the following methods to reach persons not likely to be reached by a mailing or direct
delivery (renters, university students, nursing home patients, prison inmates, etc.):
1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on the Internet; or
3. Delivery to community organizations.
(2) Unless otherwise directed by the State Board in writing based on its assessment of the violation or occurrence and the
potential for adverse effects on public health and welfare, noncommunity water systems shall give the public notice by:
(A) Posting in conspicuous locations throughout the area served by the water system; and
(B) Using one or more of the following methods to reach persons not likely to be reached by a posting:
1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;
3. Posting on the Internet or intranet; or
4. Direct delivery to each customer.

(d) Community and nontransient-noncommunity water systems may use the- Consumer Confidence Report pursuant to sections
64480 through 64483, to meet the initial and repeat Tier 3 public notice requirements in subsection 64463.7(b), as long as the
Report meets the following:

(1) Is given no later than one year after the water system learns of the violation or occurrence;

(2) Includes the content specified in section 64465; and

(3) Is distributed pursuant to paragraph (b)(1) and (2) or subsection (c).

4
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Section 64465 Public Notice Content and Format states in relevant part:

(a) Each public notice given pursuant to this article, except Tier 3 public notices for variances and exemptions pursuant to

subsection (b), shall contain the following:
(1) A description of the violation or occurrence, including the contaminant(s) of concern, and (as applicable) the
contaminant level(s);
(2) The date(s) of the violation or occurrence;
(3) Any potential adverse health effects from the violation or occurrence, including the appropriate standard health effects
language from appendices 64465-A through G;
(4) The population at risk, including subpopulations particularly vulnerable if exposed to the contaminant in drinking water;
(5) Whether alternative water supplies should be used;
(6) What actions consumers should take, including when they should seek medical help, if known;
(7) What the water system is doing to correct the violation or occurrence;
(8) When the water system expects to return to compliance or resolve the occurrence;
(9) The name, business address, and phone number of the water system owner, operator, or designee of the water system
as a source of additional information concerning the public notice;
(10) A statement to encourage the public notice recipient to distribute the public notice to other persons served, using the
following standard language: —Please share this information with all the other people who drink this water, especially
those who may not have received this public notice directly (for example, people in apartments, nursing homes, schools,
and businesses). You can do this by posting this public notice in a public place or distributing copies by hand or mail; and
(11) For a water system with a monitoring and testing procedure violation, this language shall be included: “We are
required to monitor your drinking water for specific contaminants on a regular basis. Results of regular monitoring are an
indicator of whether or not your drinking water meets health standards. During [compliance period dates], we ['did not
monitor or test' or ‘did not complete all monitoring or testing’] for [contaminant(s)], and therefore, cannot be sure of the
quality of your drinking water during that time.” ...

(c) A public water system providing notice pursuant to this article shall comply with the following multilingual-related

requirements:

(2) For a Tier 2 or Tier 3 public notice:
(A) The notice shall contain information in Spanish regarding the importance of the notice, or contain a telephone
number or address where Spanish-speaking residents may contact the public water system to obtain a translated
copy of the notice or assistance in Spanish; and
(B) When a non-English speaking group other than Spanish-speaking exceeds 1,000 residents or 10 percent of
the residents served by the public water system, the notice shall include:

1. Information in the appropriate language(s) regarding the importance of the notice; or
2. A telephone number or address where such residents may contact the public water system to obtain a
translated copy of the notice or assistance in the appropriate language; and

(3) For a public water system subject to the Dymally-Alatorre Bilingual Services Act, Chapter 17.5, Division 7, of the
Government Code (commencing with section 7290), meeting the requirements of this Article may not ensure compliance
with the Dymally-Alatorre Bilingual Services Act.

(d) Each public notice given pursuant to this article shall:
(1) Be displayed such that it catches people's attention when printed or posted and be formatted in such a way that the
message in the public notice can be understood at the eighth-grade level;
(2) Not contain technical language beyond an eighth-grade level or print smaller than 12 point; and
(3) Not contain language that minimizes or contradicts the information being given in the public notice.

Appendix 64465-D. Health Effects Language — Inorganic Contaminants states in relevant part:

Contaminant

Health Effects Language

Lead

Infants and children who drink water containing lead in excess of the action level may
experience delays in their physical or mental development. Children may show slight deficits
in attention span and learning abilities. Adults who drink this water over many years may
develop kidney problems or high blood pressure.

Copper

Copper is an essential nutrient, but some people who drink water containing copper in
excess of the action level over a relatively short amount of time may experience
gastrointestinal distress. Some people who drink water containing copper in excess of the
action level over many years may suffer liver or kidney damage. People with Wilson’s
Disease should consult their personal doctor.

Section 64469(Reporting Requirements states in relevant part:

(d) Within 10 days of giving initial or repeat public notice pursuant to Article 18 of this Chapter, except for notice given under
section 64463.7(d), each water system shall submit a certification to the State Board that it has done so, along with a
representative copy of each type of public notice given.

Section 64481 Content of the Consumer Confidence Report) states in relevant part:
(g) For the year covered by the report, the Consumer Confidence Report shall note any violations of paragraphs (1) through (7) and
give related information, including any potential adverse health effects, and the steps the system has taken to correct the violation.

5
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(1) Monitoring and reporting of compliance data.

Section 64675. General Requirements for Tap Sampling for Lead and Copper states:

(a) During each period, each system shall conduct standard tap sampling by collecting one sample from the number of sites
based on the number of people served specified in table 64675-A under Standard Tap Sampling.

(b) During each period, each system conducting reduced tap sampling shall collect at least one sample from the number of
sites based on the number of people served specified in table 64675-A under Reduced Tap Sampling, as follows:

(1) The sites shall be representative of the sites required for standard tap sampling.

(2) The samples shall be collected during the months of June, July, August, or September, unless the Department
approves an alternate set of four months based on a review of the system’s operations and lead and copper data, in which case the
system shall initiate sampling during the alternate set of four months when directed in writing to do so by the Department, as follows:

(A) No later than 21 months after the previous period, if sampling annually, or
(B) No later than 45 months after the previous period, if sampling triennially.

Table 64675-A
Lead and Copper Tap Sampling Sites

System Size Standard Tap Reduced Tap
Sampling Sampling

{(Minimum Number of Sites)

>100,000 100 50

10,001 to 100,000 80 30

3,301 to 10,000 40 20

501 to 3,300 20 10

101 to 500 10 5

<101 5 5

(c) Sample sites shall be selected pursuant to section 64676 (Sample Site Selection).

Section 64675.5. Tap Sampling Frequency states:

(a) A system shall conduct standard tap sampling for two consecutive periods; thereafter, tap sampling frequency may be
reduced pursuant to section 64675 (General Requirements for Tap Sampling for Lead and Copper) as follows:

(1) If a system has 90" percentile levels that do not exceed 0.005 mg/L for lead and 0.65 mg/L for copper for two
consecutive periods, it may reduce the sampling to once every three years at the reduced number of sites;

(2) For systems that do not meet the criteria in paragraph (1), after two consecutive periods with no action level
exceedance, the frequency may be reduced to annually at the reduced number of sites, if the system receives written approval from
the Department based on its review of the system’s data. After sampling for three years (including the initial sampling year) with no
action level exceedance, the frequency may be reduced to once every three years at the reduced number of sites, if the system
receives written approval from the Department.

(b) If a system demonstrates for two consecutive periods that the difference between the 90th percentile tap sampling lead level
and the highest source water monitoring result for each period is less than the reporting level for purposes of reporting (DLR),
pursuant to subsections 64678(a), (b), and (c) or that the source water lead levels are below the method detection level of 0.001
mg/L and the 90" percentile lead level is equal to or less than the DLR for each period, the system shall conduct tap sampling once
every three years.



APPENDIX 2. COMPLIANCE CERTIFICATION

Citation Number: 03_12_18C_010

Name of Water System: Home Garden Community Services District

System Number: 1610007
Certification
| certify that the users of the water supplied by this water system were notified of the lead and

copper monitoring violation of California Code of Regulations, Title 22, Section 64675 for the

compliance period of 2017 and the required actions listed below were completed.

Required Action Date Completed
(Citation Directive 2) Public Notification Method(s) Used:

(Citation Directive 1 ) Complete and Submit Lead and Copper
Reporting Form _

Signature of Water System Representative Date

Attach a copy of the public notice distributed to the water system’s customers
with a copy of the Lead and Copper Reporting Form.

THIS FORM MUST BE COMPLETED AND RETURNED TO THE STATE WATER BOARD,
DIVISION OF DRINKING WATER, NO LATER THAN July 31, 2018

Disclosure: Be advised that the California Health and Safety Code, Sections 116725 and
116730 state that any person who knowingly makes any false statement on any report or
document submitted for the purpose of compliance with the Safe Drinking Water Act may be
liable for, respectively, a civil penalty not to exceed five thousand dollars ($5,000) for each
separate violation or, for continuing violations, for each day that violation continues, or be
punished by a fine of not more than $25,000 for each day of violation, or by imprisonment in the
county jail not to exceed one year, or by both the fine and imprisonment.



State Water Resources Control Board

Division of Drinking Water

This form must be submitted by the public water system to the regulating entity
dwpdist12@waterboards.ca.gov for each round of lead and copper sampling

Report Date:
(mm/dd/yyyy)

Water System Name:

Water System Number:

Water System Type:

O Community O Non-Transient, Non Community

Monitoring Frequency:

(O 6-month O annual O Triennial

# of Samples Required:

# of Samples Reported:

90" Percentile Level (mg/L)

Lead:

Copper:

APPENDIX 3. Lead and Copper Tap Sample Results Reporting Form

Result

Sample

Sample Site Location/Address 1,23,

Tier fogd

: (mg/L)

Copper
(mg/L)

01

02

03

04

05

06

07

08

09

10

11

12

13

14

15

16

17

18

19

20




Sampling Site Change

Each round of sampling should be conducted at the same sampling sites. If an original sampling site is
not available, you should collect a tap sample from another site meeting the same Tier criteria as the
original site.

You must complete/submit the Lead and Copper Tap Sampling Site Change form.

Notification of Results

As required by 40 Code of Federal Regulations Section 141.85(d), within 30 days of learning of the tap
monitoring results, | notified the participants, by mailing or by another method approved by the State,
of the lead sample results from their individual taps, provided an explanation of the health effects of
lead, listed steps the consumer could take to reduce exposure to lead, provided contact information
for the water utility, the maximum contaminant level goal for lead, action level for lead, and any
definitions.

Notification was done on by o Direct Mail
(date) o Posting in public area (NTNC systems only)
o Other (please specify below)

For general information on lead and copper tap sampling, you can refer to the SWRCB Lead and
Copper Tap Sample Results Guidance Document. If you have any questions or comments, please
contact your regulating entity (Division of Drinking Water) at dwpdist12@waterboards.ca.gov .

SIGNATURE: DATE:

NAME (Print): TITLE:




SI0e/ee/e

Fuuoyuow (14 ¢) [eruuall] pI¢ €L
Juuioyuow (1X ¢) [elUULLL] PUZ :Z.L Fupojuow [enuuy puz gy SULIOJIUOW JO PUNOI "OW-g [BLIUL PUZ 0 pUg 12))2] Juswasiojus g
Fuuonuow (15 ¢) [eluuan] 1S] 1L Fuuropuow [enuuy S| 1Y BULIOJIUOW JO puUNOI "OW-g [BUIUL IS] 19 S| uoneNn)) N
o puIna
"QTOZ JO JAUNLNS 3L}
Uy Lebe aydiwes 03 pasu i L T/0E/6 03 LT/T/9
wLioy sLuoL pannbal auyy buLnp pajanpLod . . /102 ( £102/31/2T)
JoU sem Buydwes yy-TET Wiof PaaiaIay /1 0zoz/0g/6 0SC'0 2000 01 0T ol -GTOZAE
.................................. . “Lhar " E LR
9l L102/0E/6 02L0°0 SZ00'0 0T 01 ol -ZTOZAE
.................... o o N . T otoz ( otoz/siig )
SL €102/0£/6 9290'0  S00°0> ot 01 bl -800ZAE
................ . _ S (002 ( £00Z/81/L)
an 010z/0¢/6 pT00  £T000 ot ot €L .couzAE
““““““““ . o . 900z ( 900Z/STiL )
€L 600Z/05/6 5200 §200°0 ot o1 1 HOOZAE
........ . _ S €00 ( €ooz/cz/L )
L 900z/0c/6 5200 92000 0T 0T TL -T00ZAE
JBnuUe BIIX3 UE 58 PaYIPaId Sem . ( 0002/12/6 )
punos sig ‘z0/8z/8 Paiep Hoday UonIadsur 194 1L €0oz/ogle 5200 S00°0> 0T 0T 4 000ZHA
. e P e
200Z/0€/6 500>  S00°0> ot ot a1 666TUA
“““““““““ o ( se6tfele )
o 6661/0E/6 100> +10°0 0T 0T v 266THA
T B g B R oo m S sRams s 9288 = S 66T ( £66T/TT/6 )
PaRILLgns Jou YT Wiod SoW/9 puz saajdwo) v 8661/0/6 S0'0> S00°0> 0T 0¢ g pug -ONZIW9
“SIYAUIBS JO IGUINL JUSIILIISUT . . 966T ( 966T/01/6 )
"SOLU/Q pUFZ SUIDIg Papiuqns JoU YIET Wiod ¥66T/TE/E 9€0°0 S00°0> 0T 0¢ 9 pug ~aNZIW9
‘DIULIGNS JOU SEM YTEHT WO “S2/dWes 0F JO [e1o] . . 66T ( ce6T/z/0T)
© 10/ S31EP JUBIBYIP T UO PRIIAY0D 2iamM S3IOUWES 9 PuT  966T/0E/Y 100 T0°0 0z 0e 9T _qNZW9
sjuswwo)y baigang  218A  adAj uonoy uedel (Bw) (16w) Paldwes paunbay QI 39S poLiad (pu3z)uibeg
1XaN ang UoIdY % U6 % W06 JequinN  JequnN djdwes BuuoyuoW  ajeq
XeN 1addon pean a|dwes
T q/Pw g :jone uonay Jeddon
{[9A9T UOnIY pedT :Bug 0581l :dod adsd uspieg awoH 2000191

/6w 51070

¥ XION3ddV

140day] Suryons oy 1oddo)) pup pvaT waisAg [pnplaipuy



